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000 Initial Comments C 000
Report of Complaint Survey by Dennis Harrell on |
3-20-20186,
Recards indicate this facility was first licensed on |
1-1-1877, for 28 bads. Based on this informaticn,
we are requiring the facility to meet the 1967 NG|
Building Code, the 1971 Minimum and Desired |
Standards and Regulations for Homes for the |
Aged and Infirm, and the applicable portions of |
the current rules for Adult Care Homes of Seven |
or More Bads. i
The L.."?mplaim alleged poor E'.nwmn mental Office administration will contract a
conditions due to & roof leak in the laundry area. | professional roofing company to repair the
holes and penetrations in the laundry walls,
The complaint was substaniiated and deficiencies | |the area over the laundry and back porch that
were cited that will require a plan of corection. 1 have been leaking to restore the room and rid
| of hazards. Facility will conduct weekly
| maintenance checks by the Operations
166, Housekeeping-Maintained Free of Hazards [ G166 Manager in order to comply with the rule of
| maintaining facility in free of hazards.
Operations Manager will report repairs needed
SECTION .0300 - PHYSICAL PLANT | to the office so that repairs can be
104 NCAC 13F 0308 HOUSEKEEPING AND | o e o o
FURNISHINGS
{a) Adult care homes shall:
' {5} be maintained in an unclutterad, clean and
orderly manner, free of all obstructions and ;
hezards, i
{&) This Rule shall apply to new and existing |
facilities [
|
This Rule iz not met as evidenced by: |
Based on observation, parts of the walls and |
ceilings in the laundry were coverad in 'i:ul_an:k miold |
avidently caused by a [eaking roof. Persistent
mald can be hazardous to the health of the .
residents and staff i
|
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C 1689 Continued From page 1 : C 189
C 188 Building Equipment Maintained Safe, Operating | C 189

108 MCAC 13F 0311 OTHER
REQUIREMENTS

(a8} The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
aperating condition,

ik} This Rule shall apply fo new and existing
facilities with the exceplion of Paragraph (g)
which shall not apply 1o existing facilities.

|
SECTION 0300 - PHYSICAL PLANT |
i
|

This Rula is nol mel as evidenced by:

1. Based on observation, an area of roof
approximately 24 feet by 28 feet over the laundry |
and back porch has been leaking for several I
mianths,

2. Based on observation, the required ane-haur .
fire rated walls andior ceilings were compromised |
in lxcations. Holes and peneirations that are not
sealed with malerials approved for use in
ene-hour fire rated construction present the
possibility that a fire that begins in one space can
quickly spread to other areas of the facility.
Findings incleds;

a. Hole about 3 feet by 4 feel in the laundry
ceiling,

b, Parts of laundry ceiling deteriorated from i
water damage, |
¢. Holes in the laudry walls from water damage.
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